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TENDER NOTICE

Sealed competitive tenders along with EMD @1% of the quoted value are invited
from manufacturers/authorized dealers for the supply and commissioning of 1 No of
Diesel Generator set 10 KVA at the, Kulathupuzha Estate of R.P.L Company. Last date
and time of receipt of Tender: 22.08.2022, 1 p.m. The tenders will be opened at 3.30

pm of the same day. Cost of Tender Form Rs.640/-+18 % GST (Rs.755/-)

Rehabilitation Plantations Ltd., Punalur Ph: 0475-2222971,72,73,
website: www.rplkerala.com

- SD/-
RPL/S/1079/2022 dtd.01.08.2022/ \Z MANAGING DIRECTOR
l'y




01.08.2022

CONDITIONS ATTACHED TO THE NOTIFICATION FOR SUPPLY AND
COMMISSIONING OF 10 KVA DIESELGENERATOR SETAT KULATHUPUZHA ESTATE
‘ OF R.P.L

1. Offer should be made in the prescribed tender form obtainable from the Company on
payment of Rs.755/- (Rupees seven hundred and fifty five only).

2. Sealed covers superscribed"OFFER FOR SUPPLY AND COMMISSIONING OF 10
KVA DIESEL GENERATOR SET” should reach the Managing Director, Rehabilitation
Plantations Ltd, Punalur before 1.00 P.M. on 22.08.2022. The offers will be opened on
the same day at 3.30 p.m in the presence of the representatives of intending tenderers
or the authorized representatives who are present. Every intending tenderer has to sign
the conditions of tender in token of having accepted the same.

3. All intending tenderers will have to furnish an Earnest Money Deposit of 1% of value of
the Generator set quoted in the form of Demand Draft payable at Punalur/ NEFT and this
should be attached to the offers.

4. The broad specification for DG sets are as under:
10 KVA DG set

Capacity 10 KVA
Phase Single Phase with Accoustic enclosure silent type air cooled Engine
Volt 230 VAC

Frequency 50 HZ

The Generator should be coupled with suitable Cummins make diesel engine. Engine
and Generator should be properly aligned and mounted on a common rail basement.

3 Necessary electrical control panel with all protective relays, measuring instruments,
switch gears, batteries, anti vibration pads, Diesel tank etc. should be provided. Proper
acoustic enclosures as per the mandatory requirement should also be provided.

5. Separate rate should be quoted for "Supply and Commissioning of 10 KVA Diesel
Generator Sets” as mentioned in the specifications attached with these conditionsat
theCompany, Kulathupuzha Estate including unloading charges.

6. The Earnest Money Deposit will be refunded within one week of finalization of the
contract to all, whose offers have not been accepted.

7. The contract will be considered as concluded on issue of purchase order by the company.
The successful tenderer should enter into an agreement with the company for supply of
the Generator Set as per tender conditions after depositing 5% of the value as Security
Deposit.

8. EMD in respect of tenderer whose offer has been accepted will be retained and adjusted
as part of the security deposit for due performance of the contract.

9. The Managing Director of the company reserves the right to accept or reject any tender
without assigning any reason.
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The GST or other taxes applicable should be shown separately. Otherwise the rate
quoted will be taken as inclusive of all taxes.

The supply of the Generator Set should be completed within the period specified in the
purchase order of the Company. If the supplier fails to supply the articles as per
specification within the specified time the Company reserves the right to make alternate
arrangementsto purchase the same from other sources at the risk and loss of the
supplier with 10% administrative expenses and the difference in cost on such
arrangement expenses incurred in the alternate arrangement will be recovered from the
defaulting supplier through legal means/revenue recovery proceeding from any other
amount due to the supplyfrom the company.

The security deposit is liable to be forfeited in the event of any breach of contract by the
supplier.

Special conditions, if any, written on the tender or attached with the tender will not be
applicable to the contract unless they are expressly accepted by the Company.

The tenderer whose offer has been accepted should guarantee that the Generator Set to
be supplied will conform to the specifications in the company’s conditions.

If the date of tender happens to be a holiday, the tender will be opened on the next
working day at the same time and place.

The tenderer agrees that the time wherever specified is the essence of the contract.

. The successful tenderer should supply and commission the 10 KVA Diesel Generator set,

as per specification at the KulathupuzhaEstate Office of Rehabilitation Plantations Ltd. All
civil works and electrical works necessary for installation of the Generator Set will be
undertaken by the company. Foundation drawings of the Diesel Generator Set should be
furnished by the supplier.

The tenders will be evaluated item wise when there are one or more items in the same
tender.

Only Manufacturers or Authorized dealers should quote for the Generator Set. The
tenderer should have sufficient expertise in supplying and installing Generator Set. Proofs
of earlier orders executed should be attached along with the tender.

Any dispute arising out of this contract, all suits or other legal proceedings in
connection with any of the matter connected with the tenders concerned with shall be
instituted in the courts of Punalur only.
SD/-
MANAGING DIRECTOR

"RPL is an environment friendly organization. It expects
its suppliers also to contribute towards a greener Earth”.




